
Advanced Septic Consulting Inc. 

March 25, 2013 

Design Number: 13-002 

Customer: Michael Naillon, 3116 Lindsey Dr. Longview, Washington 98632 

Project Location: 480 North 50th Ave. Longview, Washington 98632 

Section: 12 Township: 8N Range: 3W 

Parcel Number: WL1220001 Acres: 30.00 No. Bedrooms: 4 

Site Characteristics: 

The site is located within USDA mapping unit 23 Centralia Silt Loam. The site is well drained. Typical 
water table is greater than 80". There is no mottling or restrictive layer in the primary or reserve septic 
area. Typical slope ranges from 20-30 %. The drainfield location has a 30-45 % slope running in a South 
Easterly direction. The site is well drained in the Primary septic area and is suitable for a conventional 
gravity flow system meeting treatment level E. The vegetation in the septic area is sparse brush and small 
fir trees. 

Soil Evaluation: 

Depth Soil ~ Structure Color Roots Mottling 

Test Hole #1 0-11" SiL 5 2, m, sbk 10yr413 mlco None 
11-38" siCL 5 2,m,pr 10yr416 elm None 

* There were scattered spots of grey ash, with no particular pattern. 

Test Hole #2 0-12" SiL 5 2, m, sbk 10yr413 mlco None 
12-48" siCL 5 I, m, pr 10yr416 flm None 

Test Hole #3 0-8" SiL 5 2, m, sbk 10yr413 elm None 
8-60" siCL 5 2,m,pr 10yr514 fl[ None 

Test Hole #4 0-13" SiL 5 2, m, sbk 10yr413 clco None 
13-72" siCL 5 2, m, sbk 10yr516 elm None 

Test Hole #5 0-13" SiL 5 2, m, sbk 10yr413 clco None 
13-72" siCL 5 2, m, sbk 10yr516 elm None 

Design Reguirements: 

Based upon the evaluation performed on January 12, 2013 it is my determination that the primary septic 
area will require a Conventional Gravity Flow system meeting Treatment Level E to service the on-site 
septic needs of the future home. 

The primary area will require 1,200 sq. ft. ofdrainfield and 3,000 sq. ft. of land area or 80 ft. by 37.5 ft. 

The reserve area is approved for a Sub-Surface Drip Irrigation system meeting Treatment Level E. The 
reserve area will require 1,800 ft. of Drip Tube and 3,600 sq. ft. ofland area or 60 ft. by 60 ft. 

Other comments or concerns: 
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Michael Naillon 
480 North 50th Ave, 
Longview, Washington 98625 

Advanced Septic Consulting Inc. 
220 Hanson Rd. 
Kalama, Washington 98625 
Office: 360-673-2565 Cell: 360-433-5476 

E-Mail: travis@kalama.com 

Design: 13-002 Date: 3/26/2013 
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