Washington State Patrol

Fire Protection Bureau
Phone: (360) 596-3900

Business Name Brookdale Meadow Springs Provider Number 2311
Address 770 W GAGE BLVD , Approval Status Approved
City, State, Zip  Richland, WA 99352 Facility Type Residential Care

On 06/16/2026 the Office of the State Fire Marshal conducted an inspection at your facility.
All violations noted during previous related inspection(s) have been corrected.

Owner's Representative
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Deputy State Fire Marshal Alan Harlan
2803 156TH AVE SE

Bellevue WA 98007
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Right of appeal. Any person may appeal any decision made by the Fire Protection Bureau in accordance with WAC 212-12.
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Washington State Patrol
Fire Protection Bureau

B E Bammmmny
l‘"@""“ﬁ"“-@“i‘“EF"“""‘ Phone: (360) 596-3900

Business Name Brookdale Meadow Springs Provider Number 2311
Address 770 W GAGE BLVD Approval Status  Disapproved
City, State, Zip Richiand, WA 55352 Faciiily Type NE3iaSiial Cais

On 1/7/2026 the Office of the State Fire Marshal conducted an inspection at your facility.

Code Requirement Statement of Violation

1 Admin - (ITM) Inspection, Testing, & Maintenance

Any citation that requires inspection, testing, or maintenance
(ITM) is required to have the testing completed, paper results
delivered, and any deficiencies found during the ITM corrected
before the citation is cleared.”

2 Burning Objects

Lighted matches, cigarettes, cigars, or other burning objects Corrected
shall not be discarded in such a manner that could cause
ignition of other combustible material.

(IFC 310.7 2021)

3 Ceiling Clearance

Storage shall be maintained 2 feet (610 mm) or more below the | Corrected
ceiling in nonsprinklered areas of buildings or not less than 18
inches (457

mm) below sprinkler head deflectors in sprinklered areas of
buildings.

Exceptions:

1. The 2-foot (610 mm) ceiling clearance is not required for
storage along walls in nonsprinklered areas of buildings.

2. The 18-inch (457 mm) ceiling clearance is not required for
storage along walls in areas of buildings equipped with an
automatic sprinkler system in

accordance wiin Seciion 803.3.1.1, 503.3.1.2 u1 803.3.1.3.

(IFC 315.2.1 2021)
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4 Equipment Rooms

Combustible material shall not be stored in boiler rooms, Corrected
mechanical rooms, electrical equipment rooms or in fire
command centers as specified in Section 508.1.5.

(IFC 315.2.3 2021)
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On 1/7/2026 the Office of the State Fire Marshal conducted an inspection at your facility.

Code Requirement

Statement of Violation

5 Record Keeping

drills and include the following information:

. IGSiility Of e peison conducting the dril.

. Date and time of the drill.

. Notification method used.

. Employees on duty and participating.

. Number of occupants evacuated.

. Special conditions simulated.

. Problems encountered.

. Weather conditions when occupants were evacuated.
9. Time required to accomplish complete evacuation.

00~ TP WP =

(IFC 0405.6 2021)

Records shall be maintained of required emergency evacuation | Corrected

6 Abatement of Electrical Hazards

Abatement of unsafe conditions and electrical hazards.
Conditions that constitute an electrical shock or fire hazard
shall be abated..

liEc 603.2 2021)

Corrected

7 Open electrical terminations

jOpen junction boxes and open-wiring splices shall be

prohibited. Approved covers shall be provided for all switch and

electrical outlet boxes.

|(IFC 603.2.2, 2021)

Corrected

8 Relocatable power taps and current taps

use of current taps and relocatable power taps shall be in
accordance with NFPA 70 and this code.

(1-C 603.5, 2021)
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Reivcatabie power taps and curent laps. The constiuction and
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Washington State Patrol

L] Fire Protection Bureau
WASHINGTOM STATE PATROL

wg Phone: (360) 596-3900

Business Name Brookdale Meadow Springs
Address 770 W GAGE BLVD ,

City, State, Zip Richiand, VWA 93352
7

Provider Number 2311
Approval Status  Disapproved

Faciiity Type esidential Care

On 1/7/2026 the Office of the State Fire Marshal conducted an inspection at your facility.

Code Requirement

Statement of Violation

9 Application and Use

603.5.2 Application and use. Relocatable power taps and
current taps shall be directly connected to a permanently
installed receptacle.

Cxoeptions:

1. Where approved for use in a Group A occupancy or in a
meeting room in a Group B occupancy, not more than five
relocatable power taps shall be permitted to be connected
together or connected to an extension cord for temporary use
to supply power to electronic

equipment.

2. Current taps and relocatable power taps shall not be
required to connect directly to a permanently installed
receptacle outlet where used for 90 days or less for the
purpose of testing the performance of such devices.

(IFC 603.5.2, 2021)

Corrected

10 Extension Cords

Exiension cords. Exiension cords shail noi be a subsiiuie for
permanent wiring and shall be listed and labeled in accordance
with UL 817. Extension cords shall not be affixed to structures,
extended through walls, ceilings or floors, or under doors or
floor coverings, nor shall such cords be subject to
environmental damage or physical impact. Extension cords
shall be used only with portable appliances. Extension cords
marked for indoor use shall not be used outdoors.

(IFC 603.6 2021)

Correcied

30f8 Initials of Authorized Facility Representative:
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Fire Protection Bureau
Phone: (360) 596-3900

Business Name Brookdale Meadow Springs
Address 770 W GAGE BLVD

City, State, Zip Richland, WA 99352

Provider Number 2311
Approval Status  Disapproved
Facility Type Residential Care

On 1/7/2026 the Office of the State Fire Marshal conducted an inspection at your facility.

Code Requirement

Statement of Violation

11 Owner's Responsibility

The owner shall maintain an inventory of all required
fire-resistance-rated construction, construction installed to
resist the passage of smoke and the construction included in
Sections 703 through 707 and Sections 602.4.1 and 602.4.2 of
the International Building Code. Such construction shall be
visually inspected by the owner annually and properly repaired,
restored or replaced where damaged, altered, breached or
penetrated. Records of inspections and repairs shall be
maintained. Where concealed, such elements shall not be
required to be visually inspected by the owner unless the
concealed space is accessible by the removal or movement of
a panel, access door, ceiling tile or similar movable entry to the
space.

(IFC 701.6 2021)

The following violations were observed at the time of
inspection:

Wall penetrations were observed on the following locations:

Dining Services Supervisor's office/electrical room - in the
wall.

Laundry rcom by resident program coordinator's office - in the
ceiling around the ventilation shaft.

Staff Lunch room - in the ceiling and is covered by cardboard
and wall penetration surrounding the light switch by the fridge.

Electrical room (named "sprinkler room") on the 1st floor - fire
rated caulk on the ceiling is falling.

Mechanical room by sprinkler room - in the ceiling by the cold
water pipe.

The fire caulk used to repair holes was not fire rated.

12 Inspection and Maintenance

Opening protectives in fire-resistance-rated assemblies shall be
inspected and maintained in accordance with NFPA 80.
Opening protectives in smoke barriers shall be inspected and
maintained in accordance with NFPA 80 and NFPA 105.
Openings in smoke partitions shall be inspected and
maintained in accordance with NFPA 105. Fire doors and
smoke and draft control doors shall not be blocked, obstructed,
or otherwise made inoperable. Fusible links shall be replaced
promptly whenever fused or damaged. Opening protectives and
smoke and draft control doors shall not be modified.

(IFC 705.2 2021)

The following violations were observed at the time of
inspection:

Cross corridor fire doors by Room 217 and 236 has cracks in
upper portion of the doors.

Emergency exit stairwell door by Room 209 has cracks in
upper portion of the doors.

13 Hold-Open Devices and Closers

Hold-open devices and automatic door closers, where
provided, shall be maintained. During the period that such
device is out of service for repairs, the door it operates shall
remain in the closed position.

(IFC 705.2.3 2021)

Corrected
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Fire Protection Bureau
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Business Name Brookdale Meadow Springs
Address 770 W GAGE BLVD ,
City, State, Zip Richland, WA 99352

Provider Number 2311
Approval Status  Disapproved
Facility Type Residential Care

On 1/7/2026 the Office of the State Fire Marshal conducted an inspection at your facility.

Code Requirement

Statement of Violation

14 Door Operation

Swinging fire doors shall close from the full-open position and
latch automatically.

(IFC 705.2.4 2021)

Corrected

15 Marking on Access Doors

Access doors for automatic sprinkler system riser rooms and
fire pump rooms shall be labeled with an approved sign. The
lettering shall be in contrasting color to the background. Letters
shall have a minimum height of 2 inches (51 mm) with a
minimum stroke of 3/8 inch (10 mm).

(IFC 901.4.7.2 2021)

Labeling. Doors into electrical control panel rooms shall be
marked with a plainly visible and legible sign stating
“ELECTRICAL ROOM” or similar approved wording. The
disconnecting means for each service, feeder or branch circuit
originating on a switchboard or panelboard shall be legibly and
durably marked to indicate its purpose unless such purpose is
clearly evident. Where buildings or structures are supplied by
more than one power source, markings shall be provided at
each service equipment location and at all interconnected
electric power production sources identifying all electric power
sources at the premises in accordance with NFPA

70.

(IFC 603.4.1 2021)

Corrected

16 Testing and Maintenance

Sprinkler systems shall be tested and maintained in
accordance with Section 901,

(IFC 903.5 2021)

Corrected

50f8 Initials of Authorized Facility Representative:
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Washington State Patrol

Fire Protection Bureau
Phone: (360) 596-3900

Business Name Brookdale Meadow Springs
Address 770 W GAGE BLVD ,
City, State, Zip Richland, WA 99352

Provider Number 2311
Approval Status  Disapproved
Facility Type Residential Care

On 1/7/2026 the Office of the State Fire Marshal conducted an inspection at your facility.

Code Requirement

Statement of Violation

17 Extinguishing System Service

Automatic fire-extinguishing systems shall be serviced not less
frequently than every six months and after activation of the
system. Inspection shall be by qualified individuals, and a
certificate of inspection shall be forwarded to the fire code
official upon completion.

(IFC 904.13.5.2 2021)

The following violation was observed at the time of inspection:

Facility provided documentation on second semi-annual
inspection of Kitchen Suppression system for 2025.

All inspection reports must verify that the system has no
deficiencies, or document that all deficiencies have been
corrected.

18 Portable Fire Extinguishers - General Requirements

Portable fire extinguishers shall be selected, installed and
maintained in accordance with this section and NFPA 10.

Exceptions:

1. The distance of travel to reach an extinguisher shall
not apply The travel distance to reach an extinguisher shall not
apply to the spectator seating portions of Group A-5
occupancies.

2. Thirty-day inspections shall not be required and
maintenance shall be allowed to be once every three years for
dry-chemical or halogenated agent portable fire extinguishers
that are supervised by a listed and approved electronic
monitoring device, provided that all of the following conditions
are met:

2.1 Electronic monitoring shall confirm that extinguishers
are properly positioned, properly charged and unobstructed.

2.2, Loss of power or circuit continuity to the electronic
monitoring device shall initiate a trouble signal.

2.3. The extinguishers shall be installed inside of a
building or cabinet in a noncorrosive environment.

2.4, Electronic monitoring devices and supervisory
circuits shall be tested every 3 years when extinguisher
maintenance is performed.

2.5. A written log of required hydrostatic test dates for
extinguishers shall be maintained by the owner to verify that
hydrostatic tests are conducted at the frequency required by
NFPA 10.

3. In Group [-3, portable fire extinguishers shall be
permitted to be located at staff locations.

(IFC 906.2 2021)

Corrected
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Washington State Patrol

Fire Protection Bureau
Phone: (360) 596-3900

Business Name Brookdale Meadow Springs
Address 770 W GAGE BLVD ,
City, State, Zip Richland, WA 99352

Provider Number 2311

Approval Status  Disapproved
Facility Type Residential Care

On 1/7/2026 the Office of the State Fire Marshal conducted an inspection at your facility.

Code Requirement

Statement of Violation

19 Inspection, Testing and Maintenance

The maintenance and testing schedules and procedures for fire
alarm and fire detection systems shall be in accordance with
Sections 907.8.1 through 907.8.5 and NFPA 72. Records of
inspection, testing and mainienance shall be maintained.

(IFC 907.8 2021)

The following violation was observed at the time of inspection:

Facility was unable to provide documentation on monthly
testing of single station smoke alarms for the past twelve
months.

20 Maintenance

Carbon monoxide alarms and carbon monoxide detection
systems shall be maintained in accordance with NFPA 72.
Carbon monoxide alarms and carbon monoxide detectors that
become inoperable or begin producing end-of-life signals shall
be replaced.

(IFC 915.6 2021 WAC)

Corrected

21 lllumination Level Under Emergency Power

initial illumination that is not less than an average of 1
footcandle (11 lux) and a minimum at any point of 0.1
footcandle(1 lux) measured along the path of egress at floor
level. lllumination levels shall be permitted to decline to 0.6
footcandle (6 lux) average and a minimum at any point of 0.06
footcandle (0.6 lux) at the end of the emergency lighting time
duration. A maximum-to-minimum illumination uniformity ratio
of 40 to 1 shall not be exceeded. In Group |-2 occupancies,
failure of a single lamp in a luminaire shall not reduce the
illumination level to less than 0.2 foot-candle (2.2 lux).

{IFC 1008.3.5 2021)

Corrected

22 Activation Test

Emergency lighting equipment shall be tested monthly for a
duration of not less than 30 seconds. The test shall be
performed manually or by an automated self-testing and
self-diagnostic routine. Where testing is performed by
self-testing and self-diagnostics, a visual inspection of the
emergency lighting equipment shall be conducted monthly to
identify any equipment displaying a trouble indicator or that has
become damaged or otherwise impaired.

(IFC 1032.10.1 2021)

Corrected
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WASHINGTON STATE PATROL

Washington State Patrol

Fire Protection Bureau
Phone: (360) 596-3900

Business Name Brookdale Meadow Springs
Address 770 W GAGE BLVD ;
City, State, Zip Richland, WA 99352

Provider Number 2311
Approval Status  Disapproved
Facility Type Residential Care

On 1/7/2026 the Office of the State Fire Marshal conducted an inspection at your facility.

Code Requirement

Statement of Viclation

Next inspection scheduled on or after: 2/6/2026

Right of appeal. Any person may appeal any decision made by the Fire Protection Bureau in accordance with WAC 212-12.

Owner or Authorized Representative

T
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Signature

Deputy State Fire Marshal Alan Harlan
2803 156TH AVE SE
Bellevue WA 98007

Print Name and Title

(425) 495-7121
A Jide

Signature
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