CONCENTRATE TANK HEATER EXCHANGER

CONCENTRATE TANK HEATER EXCHANGER

NOTES:
1. SEE H-2-88988 SH 002 FOR LEGEND AND ABBREVIATIONS.
2. PIPING CATEGORY:
   G11 Concentrate Piping - ASME B31.3
   G0 Cooling Water Piping - ASME B31.1
3. AN IDENTIFICATION TAG SHALL BE SUPPLIED AND ATTACHED WITH STAINLESS STEEL WIRE TO THE VALVES AND COMPONENTS. 1/4" STAMPED OR ENGRAVED CHARACTERS SHALL BE USED ON A STAINLESS STEEL TAG PER TFC-ENG-STD-12. THE TAG SHALL INCLUDE THE EQUIPMENT IDENTIFICATION NUMBER (EIN) AS IDENTIFIED ON THE PLAN.

DATE: Sep 09, 2019