Figure V-7.4.1c
Typical Bioretention w/Liner (Not LID)

Revised February 2016

Notes:
1. Scarify subgrade 3" min. before bioretention soil installation
2. Compact BSM to 85% per ASTM 1577

Please see http://www.ecy.wa.gov/copyright.html for copyright notice including permissions, limitation of liability, and disclaimer.