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EXECUTIVE SUMMARY:
The purpose of this exercise was to estimate the costs of complying with Proposal 12‐E130 for the 2012
Washington State Energy Code, as if it were in force today, using an actual project.

PROJECT USED FOR ANALYSIS:
Industrial laundry, approximately 150,000 square feet, new construction.

BUILDING MANAGEMENT SYSTEM:
The base design of this building included a Building Management System.  This cost analysis
was based on utilizing that system as the "Data Acquisition System" required in the
Code proposal.

SOURCES OF COSTS UTILIZED IN ANALYSIS:
Metering equipment for source metering of gas and electric energy:           Puget Sound Energy
Metering equipment for end‐use metering of gas and electric energy:        ATS Automation
Software for Energy Display ('Dashboard'):                                                         ATS Automation
Installation of Mechanical and Electrical metering equipment and wiring:  McKinstry
Commissioning and Functional Testing of metering system:                           McKinstry

ANALYSIS A:
Analysis A is based on Proposal 12‐E130 as currently written.

ANALYSIS B:
Analysis B is based on a modified version of proposal 12‐E130.
Modications included limiting metering to VFD's in HVAC equipment, and
accuracy reduced to +/‐ 5%.
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SUMMARY OF ESTIMATED COSTS [1]:   

# DESCRIPTION $ EA. QTY. SUB‐TOTAL
1 SOURCE METERING ‐ GAS: PSE ADDER TO PROVIDE GAS METER WITH PULSE OUTPUT [2]      $700 1 $700
2 SOURCE METERING ‐ ELEC.: PSE ADDER TO PROVIDE ELEC. METER WITH PULSE OUTPUT [3]      $1,500 2 $3,000
3 END‐USE METERING: METER FOR GAS TO HVAC EQUIPMENT (METERED IN AGGREGATE)     $7,400 1 $7,400
4 END‐USE METERING: METERS FOR ELEC. ENERGY TO HVAC EQUIPMENT (INDIV. METERS) [4]     $23,900 1 $21,912
5 MECH. INSTALL OF GAS METER IN ITEM 3 (LABOR & MATERIALS)    $200 1 $200
6 ELEC. INSTALL OF ELEC. METERING EQUIP. IN ITEM 4: LABOR    $13,338 1 $13,338
7 ELEC. INSTALL OF ELEC. METERING EQUIP. IN ITEM 4: MATERIALS    $2,763 1 $2,763
8 ENERGY DISPLAY ('DASHBOARD')    $14,300 1 $14,300
9 COMMISSIONING AND FUNCTIONAL TEST OF SYSTEM    $21,650 1 $21,650
TOTAL    $85,263

QTY. OF METERING POINTS: 26
COST PER METERING POINT: $3,279.34

ELECTRICAL CONSTRUCTION COST / METERING AS A % OF: $2,500,000 / 3.41%
OVERALL CONSTRUCTION COST / METERING AS A % OF: $16,000,000 / 0.53%

NOTES:
[1]  THIS TOTALIZATION DOES NOT INCLUDE THE COST OF REVIEW AND INTERPRETATION OF THE     

METERING DATA, FIELD INVESTIGATION OF ENERGY CONSUMPTION ANOMALIES, OR    
CORRECTIVE ACTION TO RESOLVE ANOMALIES.   

[2]  THIS METER PROVIDES THE 'SOURCE METERING' OF NATURAL GAS (ONE SERVICE FOR THE BUILDING).   
[3]  THESE METERS PROVIDE THE 'SOURCE METERING' OF ELECTRICAL ENERGY (TWO SERVICES FOR THE BUILDING).   
[4] THESE METERS PROVIDE 'END‐USE METERING' OF ELECTRICAL ENERGY FOR (24) PIECES OF HVAC EQUIPMENT   

THAT MEET THE THRESHOLDS FOR REQUIRING METERING.  NO WATER HEATING EQUIPMENT IN THIS PROJECT   
MEETS THE THRESHOLD OF 50 KW, SO THIS ANALYSIS INCLUDES NO METERING FOR WATER HEATING EQUIPMENT.   
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METER PT. 
DESIGNATION

DESCRIPTION / EQUIP. TAG METHOD OF 
MOTOR CONTROL: 
STARTER, VFD, 
ECM

QTY. 
VFD'S

G01 MAIN GAS SVC. TO BLDG. ‐‐‐ ‐‐‐
G02 GAS TO ROOF HVAC EQUIP. ‐‐‐ ‐‐‐
E01 MAIN ELEC. SVC. TO BLDG. ‐ 'MSB‐A' ‐‐‐ ‐‐‐
E02 MAIN ELEC. SVC. TO BLDG. ‐ 'MSB‐B' ‐‐‐ ‐‐‐
E03 CAF‐1 / CAF‐2 STARTER 0
E04 CAF‐3 / CAF‐4 STARTER 0
E05 EF‐07 STARTER 0
E06 EF‐08 STARTER 0
E07 EF‐09 STARTER 0
E08 EF‐10 STARTER 0
E09 EF‐11 VFD 1
E10 EF‐12 VFD 1
E11 EF‐13 / EF‐14 VFD 2
E12 EF‐16 STARTER 0
E13 EF‐19 STARTER 0
E14 EF‐20 STARTER 0
E15 HVU‐1 VFD 2
E16 MUA‐1 VFD 4
E17 MUA‐2 / MUA‐3 VFD 8
E18 MUA‐5 VFD 1
E19 MUA‐6 VFD 1
E20 RTU‐1 VFD 2
E21 RTU‐2 VFD 2
E22 RTU‐3 VFD 2
E23 RTU‐4 ECM 0
E24 RTU‐5 ECM 0
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SUMMARY OF ESTIMATED COSTS [1]:   

# DESCRIPTION $ EA. QTY. SUB‐TOTAL
1 SOURCE METERING ‐ GAS: PSE ADDER TO PROVIDE GAS METER WITH PULSE OUTPUT [2]      $700 1 $700
2 SOURCE METERING ‐ ELEC.: PSE ADDER TO PROVIDE ELEC. METER WITH PULSE OUTPUT [3]      $1,500 2 $3,000
3 END‐USE METERING: METER FOR GAS TO HVAC EQUIPMENT (METERED IN AGGREGATE)     $7,400 1 $7,400
4 MECH. INSTALL OF GAS METER IN ITEM 3 (LABOR & MATERIALS)    $200 1 $200
5 ELEC. INSTALL OF ELEC. METERING EQUIP. IN ITEM 4: LABOR    $2,052 1 $2,052
6 ELEC. INSTALL OF ELEC. METERING EQUIP. IN ITEM 4: MATERIALS    $425 1 $425
7 ENERGY DISPLAY ('DASHBOARD')    $14,300 1 $14,300
8 COMMISSIONING AND FUNCTIONAL TEST OF SYSTEM    $21,650 1 $21,650
TOTAL    $49,727

QTY. OF METERING POINTS: 30
COST PER METERING POINT: $1,657.57

ELECTRICAL CONSTRUCTION COST / METERING AS A % OF: $2,500,000 / 1.99%
OVERALL CONSTRUCTION COST / METERING AS A % OF: $16,000,000 / 0.31%

NOTES:
[1]  THIS TOTALIZATION DOES NOT INCLUDE THE COST OF REVIEW AND INTERPRETATION OF THE     

METERING DATA, FIELD INVESTIGATION OF ENERGY CONSUMPTION ANOMALIES, OR    
CORRECTIVE ACTION TO RESOLVE ANOMALIES.   

[2]  THIS METER PROVIDES THE 'SOURCE METERING' OF NATURAL GAS (ONE SERVICE FOR THE BUILDING).   PRICE PER
PUGET SOUND ENERGY.

[3]  THESE METERS PROVIDE THE 'SOURCE METERING' OF ELECTRICAL ENERGY (TWO SERVICES FOR THE BUILDING).   PRICE PER
PUGET SOUND ENERGY.
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METER PT. 
DESIGNATION

DESCRIPTION / EQUIP. TAG METHOD OF 
MOTOR CONTROL: 
STARTER, VFD, 
ECM

QTY. 
VFD'S

G01 MAIN GAS SVC. TO BLDG. ‐‐‐ ‐‐‐
G02 GAS TO ROOF HVAC EQUIP. ‐‐‐ ‐‐‐
E01 MAIN ELEC. SVC. TO BLDG. ‐ 'MSB‐A' ‐‐‐ ‐‐‐
E02 MAIN ELEC. SVC. TO BLDG. ‐ 'MSB‐B' ‐‐‐ ‐‐‐
E23 CAF‐1 / CAF‐2 STARTER 0
E03 CAF‐3 / CAF‐4 STARTER 0
E15 EF‐07 STARTER 0
E09 EF‐08 STARTER 0
E22 EF‐09 STARTER 0
E04 EF‐10 STARTER 0
E25 EF‐11 VFD 1
E20 EF‐12 VFD 1
E19 EF‐13 / EF‐14 VFD 2
E16 EF‐16 STARTER 0
E17 EF‐19 STARTER 0
E18 EF‐20 STARTER 0
E05 HVU‐1 VFD 2
E26 MUA‐1 VFD 4
E06 MUA‐2 / MUA‐3 VFD 8
E08 MUA‐5 VFD 1
E24 MUA‐6 VFD 1
E10 RTU‐1 VFD 2
E11 RTU‐2 VFD 2
E12 RTU‐3 VFD 2
E13 RTU‐4 ECM 0
E14 RTU‐5 ECM 0

ROWS SHADED GRAY INDICATE EQUIPMENT THAT IS NOT METERED
UNDER THIS ANALYSIS.
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